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PLAN SHOWING THE PROPOSED CONSTRUCTION OF

HIGH RISE BUILDING(HRB) CONSISTING OF

BLOCK - 01 : EXTENDED TRIPLE BASEMENT FLOOR +

GROUND FLOOR + 11 FLOORS - HOSPITAL BUILDING &

BLOCK - 02 : GROUND FLOOR + 1ST FLOOR - UTILITY

BUILDING AT PLOT NO. 19 TO 26, 48/1 & 48/2,

DOOR NO. 142/133,  ST.MARY'S ROAD, ALWARPET,

COMPRISED IN T.S. NO. 3676 (PART),BLOCK NO. 73 OF

MYLAPORE VILLAGE, MYLAPORE TALUK, CHENNAI WITHIN THE

LIMITS OF GREATER CHENNAI CORPORATION.
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SUBJECT TO THE CONDITIONS MENTIONED IN THIS OFFICE

For (Deputy Planner / Chief Planner / Member-Secretary)

High Rise Building / Non High Rise Building

This Approval is valid only after building Permit is issued by the concerned Local Body.
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BLOCK-2(UTILITY BUILDING)

 WASTE ROOM

BIO MEDICAL

FENCING

FENCING

FLOORS

FSI AREA

COMM. RESI.

DU

FSI AREA

TOTAL

IND. INST.

FLOOR WISE FSI STATEMENT:BLOCK-01 (HOSPITAL BUILDING)

0 0.000.00 0.000.00 0.00Terrace

0 1517.700.00 0.001517.70 0.00ELEVENTH FLOOR

0 1516.380.00 0.001516.38 0.00TENTH FLOOR

0 1571.730.00 0.001571.73 0.00NINTH FLOOR

0 1571.110.00 0.001571.11 0.00EIGHTH FLOOR

0 1725.560.00 0.001725.56 0.00SEVENTH FLOOR

0 1839.750.00 0.001839.75 0.00SIXTH FLOOR

0 1851.130.00 0.001851.13 0.00FIFTH FLOOR

0 1851.900.00 0.001851.90 0.00FOURTH FLOOR

0 1852.030.00 0.001852.03 0.00THIRD FLOOR

0 1852.000.00 0.001852.00 0.00SECOND FLOOR

0 1656.390.00 0.001656.39 0.00FIRST FLOOR

0 1732.650.00 0.001732.65 0.00GROUND  FLOOR

0 194.240.00 0.00194.24 0.00BASEMENT -01 FLOOR

0 224.290.00 0.00224.29 0.00BASEMENT -02 FLOOR 

0 0.000.00 0.000.00 0.00BASEMENT -03 FLOOR

0 20956.860.00 0.0020956.86 0.00Total
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FSI AREA

TOTAL

IND. INST.

FLOOR WISE FSI STATEMENT:BIO MEDICAL WASTE

0 0.000.00 0.000.00 0.00Terrace

0 9.860.00 0.009.86 0.00GROUND FLOOR

0 9.860.00 0.009.86 0.00Total

FILLING

TERRACE FLOOR  +43000 LVL

ELEVENTH FLOOR  +39730 LVL

TENTH FLOOR  +36460 LVL

NINTH FLOOR  +33190 LVL

EIGHTH FLOOR  +29920 LVL

SEVENTH FLOOR  +26650 LVL

SIXTH FLOOR  +23050 LVL

FIFTH FLOOR  +19150 LVL

FOURTH FLOOR  +15550 LVL

THIRD FLOOR  +11950 LVL

SECOND FLOOR  +8350 LVL

FIRST FLOOR  +4750 LVL
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PLAN SHOWING THE PROPOSED CONSTRUCTION OF

HIGH RISE BUILDING(HRB) CONSISTING OF

BLOCK - 01 : EXTENDED TRIPLE BASEMENT FLOOR +

GROUND FLOOR + 11 FLOORS - HOSPITAL BUILDING &

BLOCK - 02 : GROUND FLOOR + 1ST FLOOR - UTILITY

BUILDING AT PLOT NO. 19 TO 26, 48/1 & 48/2,

DOOR NO. 142/133,  ST.MARY'S ROAD, ALWARPET,

COMPRISED IN T.S. NO. 3676 (PART),BLOCK NO. 73 OF

MYLAPORE VILLAGE, MYLAPORE TALUK, CHENNAI WITHIN THE

LIMITS OF GREATER CHENNAI CORPORATION.

BLOCK-01 (HOSPITAL BUILDING)

N

Applicants ( Owner / Developer / Power of Attorney )

This Planning Permission issued under

New Rule TNCDBR, 2019 is subject

 to final outcome of the W.P.

 (MD) No.8948 of 2019 and WMP (MD)

 Nos. 6912 & 6913 of 2019.
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SCALE

CHENNAI METROPOLITAN DEVELOPMENT AUTHORITY

APPROVED

SUBJECT TO THE CONDITIONS MENTIONED IN THIS OFFICE

For (Deputy Planner / Chief Planner / Member-Secretary)

High Rise Building / Non High Rise Building

This Approval is valid only after building Permit is issued by the concerned Local Body.

APPROVAL CONDITION

QR

CODE

PERMIT_NO

KEY NO.

PLAN_PERM_NO

FILE_NO

DATE

DIG_SIGN
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PREV_FILE_NO
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This is a system generated drawing as per the soft copy submitted by the Architect/ License Engineer
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PLAN SHOWING THE PROPOSED CONSTRUCTION OF

HIGH RISE BUILDING(HRB) CONSISTING OF

BLOCK - 01 : EXTENDED TRIPLE BASEMENT FLOOR +

GROUND FLOOR + 11 FLOORS - HOSPITAL BUILDING &

BLOCK - 02 : GROUND FLOOR + 1ST FLOOR - UTILITY

BUILDING AT PLOT NO. 19 TO 26, 48/1 & 48/2,

DOOR NO. 142/133,  ST.MARY'S ROAD, ALWARPET,

COMPRISED IN T.S. NO. 3676 (PART),BLOCK NO. 73 OF

MYLAPORE VILLAGE, MYLAPORE TALUK, CHENNAI WITHIN THE

LIMITS OF GREATER CHENNAI CORPORATION.

 BLOCK-01 (HOSPITAL BUILDING)

N

Applicants ( Owner / Developer / Power of Attorney )

This Planning Permission issued under

New Rule TNCDBR, 2019 is subject

 to final outcome of the W.P.

 (MD) No.8948 of 2019 and WMP (MD)

 Nos. 6912 & 6913 of 2019.

Owner-1
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SCALE

CHENNAI METROPOLITAN DEVELOPMENT AUTHORITY

APPROVED

SUBJECT TO THE CONDITIONS MENTIONED IN THIS OFFICE

For (Deputy Planner / Chief Planner / Member-Secretary)

High Rise Building / Non High Rise Building

This Approval is valid only after building Permit is issued by the concerned Local Body.

APPROVAL CONDITION
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CODE

PERMIT_NO

KEY NO.

PLAN_PERM_NO

FILE_NO

DATE

DIG_SIGN

Gift Deed Number

PREV_FILE_NO

PREV_APPV_DATE

PREV_APPV_NO

PREV_PERM_NO

This is a system generated drawing as per the soft copy submitted by the Architect/ License Engineer
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PLAN SHOWING THE PROPOSED CONSTRUCTION OF

HIGH RISE BUILDING(HRB) CONSISTING OF

BLOCK - 01 : EXTENDED TRIPLE BASEMENT FLOOR +

GROUND FLOOR + 11 FLOORS - HOSPITAL BUILDING &
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BUILDING AT PLOT NO. 19 TO 26, 48/1 & 48/2,

DOOR NO. 142/133,  ST.MARY'S ROAD, ALWARPET,

COMPRISED IN T.S. NO. 3676 (PART),BLOCK NO. 73 OF

MYLAPORE VILLAGE, MYLAPORE TALUK, CHENNAI WITHIN THE

LIMITS OF GREATER CHENNAI CORPORATION.
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PLAN SHOWING THE PROPOSED CONSTRUCTION OF

HIGH RISE BUILDING(HRB) CONSISTING OF

BLOCK - 01 : EXTENDED TRIPLE BASEMENT FLOOR +

GROUND FLOOR + 11 FLOORS - HOSPITAL BUILDING &

BLOCK - 02 : GROUND FLOOR + 1ST FLOOR - UTILITY

BUILDING AT PLOT NO. 19 TO 26, 48/1 & 48/2,

DOOR NO. 142/133,  ST.MARY'S ROAD, ALWARPET,

COMPRISED IN T.S. NO. 3676 (PART),BLOCK NO. 73 OF

MYLAPORE VILLAGE, MYLAPORE TALUK, CHENNAI WITHIN THE

LIMITS OF GREATER CHENNAI CORPORATION.

BLOCK-01 (HOSPITAL BUILDING)

N

Applicants ( Owner / Developer / Power of Attorney )
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New Rule TNCDBR, 2019 is subject
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 Nos. 6912 & 6913 of 2019.
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PLAN SHOWING THE PROPOSED CONSTRUCTION OF

HIGH RISE BUILDING(HRB) CONSISTING OF

BLOCK - 01 : EXTENDED TRIPLE BASEMENT FLOOR +

GROUND FLOOR + 11 FLOORS - HOSPITAL BUILDING &

BLOCK - 02 : GROUND FLOOR + 1ST FLOOR - UTILITY

BUILDING AT PLOT NO. 19 TO 26, 48/1 & 48/2,

DOOR NO. 142/133,  ST.MARY'S ROAD, ALWARPET,

COMPRISED IN T.S. NO. 3676 (PART),BLOCK NO. 73 OF

MYLAPORE VILLAGE, MYLAPORE TALUK, CHENNAI WITHIN THE

LIMITS OF GREATER CHENNAI CORPORATION.

 BLOCK-01 (HOSPITAL BUILDING)

N

Applicants ( Owner / Developer / Power of Attorney )

This Planning Permission issued under

New Rule TNCDBR, 2019 is subject

 to final outcome of the W.P.

 (MD) No.8948 of 2019 and WMP (MD)

 Nos. 6912 & 6913 of 2019.

Owner-1

Owner-2

Owner-3

Owner-4

Owner-5

Owner-6

Owner-7

Owner-8

Owner-9

Owner-10

Owner-11

Owner-12

Owner-13

Owner-14

Owner-15

Owner-16

Owner-17

Owner-18

Owner-19

Owner-20

Name

STRC_ENG_SIGN ARCH_SIGN

Signature

Name

Signature

1:100

SCALE

CHENNAI METROPOLITAN DEVELOPMENT AUTHORITY

APPROVED

SUBJECT TO THE CONDITIONS MENTIONED IN THIS OFFICE

For (Deputy Planner / Chief Planner / Member-Secretary)

High Rise Building / Non High Rise Building

This Approval is valid only after building Permit is issued by the concerned Local Body.

APPROVAL CONDITION

QR

CODE

PERMIT_NO

KEY NO.

PLAN_PERM_NO

FILE_NO

DATE

DIG_SIGN

Gift Deed Number

PREV_FILE_NO

PREV_APPV_DATE

PREV_APPV_NO

PREV_PERM_NO

This is a system generated drawing as per the soft copy submitted by the Architect/ License Engineer
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PLAN SHOWING THE PROPOSED CONSTRUCTION OF

HIGH RISE BUILDING(HRB) CONSISTING OF

BLOCK - 01 : EXTENDED TRIPLE BASEMENT FLOOR +

GROUND FLOOR + 11 FLOORS - HOSPITAL BUILDING &

BLOCK - 02 : GROUND FLOOR + 1ST FLOOR - UTILITY

BUILDING AT PLOT NO. 19 TO 26, 48/1 & 48/2,

DOOR NO. 142/133,  ST.MARY'S ROAD, ALWARPET,

COMPRISED IN T.S. NO. 3676 (PART),BLOCK NO. 73 OF

MYLAPORE VILLAGE, MYLAPORE TALUK, CHENNAI WITHIN THE

LIMITS OF GREATER CHENNAI CORPORATION.

BLOCK-01 (HOSPITAL BUILDING)

N

Applicants ( Owner / Developer / Power of Attorney )

This Planning Permission issued under

New Rule TNCDBR, 2019 is subject

 to final outcome of the W.P.

 (MD) No.8948 of 2019 and WMP (MD)

 Nos. 6912 & 6913 of 2019.
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SCALE

CHENNAI METROPOLITAN DEVELOPMENT AUTHORITY

APPROVED

SUBJECT TO THE CONDITIONS MENTIONED IN THIS OFFICE

For (Deputy Planner / Chief Planner / Member-Secretary)

High Rise Building / Non High Rise Building

This Approval is valid only after building Permit is issued by the concerned Local Body.
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This is a system generated drawing as per the soft copy submitted by the Architect/ License Engineer
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PLAN SHOWING THE PROPOSED CONSTRUCTION OF

HIGH RISE BUILDING(HRB) CONSISTING OF

BLOCK - 01 : EXTENDED TRIPLE BASEMENT FLOOR +

GROUND FLOOR + 11 FLOORS - HOSPITAL BUILDING &

BLOCK - 02 : GROUND FLOOR + 1ST FLOOR - UTILITY

BUILDING AT PLOT NO. 19 TO 26, 48/1 & 48/2,

DOOR NO. 142/133,  ST.MARY'S ROAD, ALWARPET,

COMPRISED IN T.S. NO. 3676 (PART),BLOCK NO. 73 OF

MYLAPORE VILLAGE, MYLAPORE TALUK, CHENNAI WITHIN THE

LIMITS OF GREATER CHENNAI CORPORATION.

BLOCK-01 (HOSPITAL BUILDING)

N

Applicants ( Owner / Developer / Power of Attorney )

This Planning Permission issued under

New Rule TNCDBR, 2019 is subject

 to final outcome of the W.P.

 (MD) No.8948 of 2019 and WMP (MD)

 Nos. 6912 & 6913 of 2019.

Owner-1

Owner-2

Owner-3

Owner-4

Owner-5

Owner-6

Owner-7

Owner-8

Owner-9

Owner-10

Owner-11

Owner-12

Owner-13

Owner-14

Owner-15

Owner-16

Owner-17

Owner-18

Owner-19

Owner-20

Name

STRC_ENG_SIGN ARCH_SIGN

Signature

Name

Signature

1:100

SCALE

CHENNAI METROPOLITAN DEVELOPMENT AUTHORITY

APPROVED

SUBJECT TO THE CONDITIONS MENTIONED IN THIS OFFICE

For (Deputy Planner / Chief Planner / Member-Secretary)

High Rise Building / Non High Rise Building

This Approval is valid only after building Permit is issued by the concerned Local Body.

APPROVAL CONDITION

QR

CODE

PERMIT_NO

KEY NO.

PLAN_PERM_NO

FILE_NO

DATE

DIG_SIGN

Gift Deed Number

PREV_FILE_NO

PREV_APPV_DATE

PREV_APPV_NO

PREV_PERM_NO

This is a system generated drawing as per the soft copy submitted by the Architect/ License Engineer
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ARCH_E_(36.00_x_48.00_Inches)

SHEET NO.

FLOOR NAME

FLOOR NAME

09 / 13

PLAN SHOWING THE PROPOSED CONSTRUCTION OF

HIGH RISE BUILDING(HRB) CONSISTING OF

BLOCK - 01 : EXTENDED TRIPLE BASEMENT FLOOR +

GROUND FLOOR + 11 FLOORS - HOSPITAL BUILDING &

BLOCK - 02 : GROUND FLOOR + 1ST FLOOR - UTILITY

BUILDING AT PLOT NO. 19 TO 26, 48/1 & 48/2,

DOOR NO. 142/133,  ST.MARY'S ROAD, ALWARPET,

COMPRISED IN T.S. NO. 3676 (PART),BLOCK NO. 73 OF

MYLAPORE VILLAGE, MYLAPORE TALUK, CHENNAI WITHIN THE

LIMITS OF GREATER CHENNAI CORPORATION.

 BLOCK-01 (HOSPITAL BUILDING)

N

Applicants ( Owner / Developer / Power of Attorney )

This Planning Permission issued under

New Rule TNCDBR, 2019 is subject

 to final outcome of the W.P.

 (MD) No.8948 of 2019 and WMP (MD)

 Nos. 6912 & 6913 of 2019.
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Owner-18

Owner-19

Owner-20

Name

STRC_ENG_SIGN ARCH_SIGN

Signature

Name

Signature
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SCALE

CHENNAI METROPOLITAN DEVELOPMENT AUTHORITY

APPROVED

SUBJECT TO THE CONDITIONS MENTIONED IN THIS OFFICE

For (Deputy Planner / Chief Planner / Member-Secretary)

High Rise Building / Non High Rise Building

This Approval is valid only after building Permit is issued by the concerned Local Body.
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This is a system generated drawing as per the soft copy submitted by the Architect/ License Engineer
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PLAN SHOWING THE PROPOSED CONSTRUCTION OF

HIGH RISE BUILDING(HRB) CONSISTING OF

BLOCK - 01 : EXTENDED TRIPLE BASEMENT FLOOR +

GROUND FLOOR + 11 FLOORS - HOSPITAL BUILDING &

BLOCK - 02 : GROUND FLOOR + 1ST FLOOR - UTILITY

BUILDING AT PLOT NO. 19 TO 26, 48/1 & 48/2,

DOOR NO. 142/133,  ST.MARY'S ROAD, ALWARPET,

COMPRISED IN T.S. NO. 3676 (PART),BLOCK NO. 73 OF

MYLAPORE VILLAGE, MYLAPORE TALUK, CHENNAI WITHIN THE

LIMITS OF GREATER CHENNAI CORPORATION.

N

Applicants ( Owner / Developer / Power of Attorney )

This Planning Permission issued under

New Rule TNCDBR, 2019 is subject

 to final outcome of the W.P.

 (MD) No.8948 of 2019 and WMP (MD)

 Nos. 6912 & 6913 of 2019.

Owner-1

Owner-2

Owner-3

Owner-4

Owner-5

Owner-6

Owner-7

Owner-8

Owner-9

Owner-10

Owner-11

Owner-12

Owner-13

Owner-14

Owner-15

Owner-16

Owner-17

Owner-18

Owner-19

Owner-20

Name

STRC_ENG_SIGN ARCH_SIGN

Signature

Name

Signature

1:100

SCALE

CHENNAI METROPOLITAN DEVELOPMENT AUTHORITY

APPROVED

SUBJECT TO THE CONDITIONS MENTIONED IN THIS OFFICE

For (Deputy Planner / Chief Planner / Member-Secretary)

High Rise Building / Non High Rise Building

This Approval is valid only after building Permit is issued by the concerned Local Body.

APPROVAL CONDITION

QR

CODE

PERMIT_NO

KEY NO.

PLAN_PERM_NO

FILE_NO

DATE

DIG_SIGN

Gift Deed Number

PREV_FILE_NO

PREV_APPV_DATE

PREV_APPV_NO

PREV_PERM_NO

This is a system generated drawing as per the soft copy submitted by the Architect/ License Engineer
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ARCH_E_(36.00_x_48.00_Inches)
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FLOOR NAME

FLOOR NAME
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PLAN SHOWING THE PROPOSED CONSTRUCTION OF

HIGH RISE BUILDING(HRB) CONSISTING OF

BLOCK - 01 : EXTENDED TRIPLE BASEMENT FLOOR +

GROUND FLOOR + 11 FLOORS - HOSPITAL BUILDING &

BLOCK - 02 : GROUND FLOOR + 1ST FLOOR - UTILITY

BUILDING AT PLOT NO. 19 TO 26, 48/1 & 48/2,

DOOR NO. 142/133,  ST.MARY'S ROAD, ALWARPET,

COMPRISED IN T.S. NO. 3676 (PART),BLOCK NO. 73 OF

MYLAPORE VILLAGE, MYLAPORE TALUK, CHENNAI WITHIN THE

LIMITS OF GREATER CHENNAI CORPORATION.

N

Applicants ( Owner / Developer / Power of Attorney )

This Planning Permission issued under

New Rule TNCDBR, 2019 is subject

 to final outcome of the W.P.

 (MD) No.8948 of 2019 and WMP (MD)

 Nos. 6912 & 6913 of 2019.
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Owner-11
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Owner-18

Owner-19

Owner-20
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STRC_ENG_SIGN ARCH_SIGN

Signature

Name

Signature

1:100

SCALE

CHENNAI METROPOLITAN DEVELOPMENT AUTHORITY

APPROVED

SUBJECT TO THE CONDITIONS MENTIONED IN THIS OFFICE

For (Deputy Planner / Chief Planner / Member-Secretary)

High Rise Building / Non High Rise Building

This Approval is valid only after building Permit is issued by the concerned Local Body.

APPROVAL CONDITION
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FILE_NO

DATE

DIG_SIGN
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PREV_FILE_NO

PREV_APPV_DATE

PREV_APPV_NO

PREV_PERM_NO

This is a system generated drawing as per the soft copy submitted by the Architect/ License Engineer
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