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PLAN SHOWING THE PROPOSED CONSTRUCTION OF STILT

FLOOR + 2 FLOORS + 3RD FLOOR PART RESIDENTIAL

BUILDING WITH 13 DWELLING UNITS (HEIGHT - 12.0 M) AT

PLOT NO. 23, 24 AND 25, LIES IN PPD/LO NO 06/1992,

ASHTALAKSHMI AVENUE, SENEERKUPPPAM, CHENNAI

COMPRISED IN SURVEY NO. 49/10 AND 50/10 OF

SENEERKUPPPAM VILLAGE WITHIN THE LIMITS OF

POONAMALLEE PANCHAYAT UNION.
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KEY NO. 4788

This is a system generated drawing as per the soft copy submitted by the Architect/ License Engineer
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5 334.870.00 0.000.00 334.87FIRST FLOOR
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Location plan (Taken as per User Inputs)
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SCALE : NTS
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Provided as per CBR Norms Drawing No:3A
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Proposed Rain Water Harvesting System
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SOLAR HOT WATER SYSTEM DETAIL

SHALL  BE  USED  FOR  GARDENING

THE  CLEAN OUTLET WATER  FROM  THE  UP FLOW  FILTER

³SIZE  OF UP FLOW  FILTER I  = 2.00X 2.00X 3.00 =12.00M

                                   3.00

       = 5.38 M10.75 AREA  REQUIRED 

TAKE  DEPTH   =  2.00

VOLUME  25 X 0.043 = 10.75

PEAK  DISCHARGES  FOR  180  LPM

UPFLOW  FILTER

SIZE  OF  SEPTIC  TANK  4.20X 2.00X 3.00M  =  25.20M³

                        TOTAL  VOLUME    = 24.70M³

VOLUME  OF  DEFECATION         = 13 X 0.3      = 3.9M³

VOLUME  OF  SEDIMENTATION  = 13 X 0.3     =  3.9 M³

VOLUME  OF  FREE  BOARD         =  13 X 0.3    =  3.9 M³

                                                                       10

      =  13.00 M³65  X2.00 SEPTIC  TANK  SURFACE  AREA  -    

FACTOR  OF  6 LPM/NO   -      13X6 =  65LPM

DISCHARGE  ASSUMING  KING'S

N0 OF  FIXTURES IN UNITS   - 13 NOS

NO. OF USERS                            -  13  X 5 = 65

NO. OF DWELLINGS                -  13 NO'S
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