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PLAN SHOWING THE PROPOSED CONSTRUCTION OF

STILT FLOOR + 3 FLOORS RESIDENTIAL BUIDLING

WITH 15 DWELLING UNITS (HEIGHT 12.00 M) AT PLOT

NO. 11, SRI BALAJI AVENUE, AYANAMBAKKAM

COMPRISED IN S.NO. 441/1 & 442/1 (AS PER

DOCUMENT) AND S.NO.441/1A2 & 441/1B (AS PER

PATTA) OF AYANAMBAKKAM VILLAGE WITHIN THE

LIMITS OF TIRUVERKADU MUNICIPALITY
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SAND FILLING

0.30 THK. R.C.C. Wall
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7.5CM Dwarf wall
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RAIN WATER HARVESTING - 1A
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Design Data:-

No of Dwelling Units                    -          15 nos
No of  Occupants                          -          75 nos
Rate of  water supply                    -          135 lpcd
Water Consumption                      -          10125
litres/day
Assuming the detention time        -          18 hrs
Capacity of Tank                           -          7590
L/D
Usage of Toilet for Visitors
& Guests                                        -          750
litres/day
Total Water Consumption             -          8340
litres/day
Capacity of Tank                           -          8340
L/D
Sludge storage capacity @
15 L / person / year
75 x 15Litres/capita/year
(8340+1125)                                  -          9465L/D
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DETAILS OF PERCOLATION PIT
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SOLAR ENEREGY PANEL

SYSTEM GENERAL POWER

SECTION THROUGH SOLAR ENERGY 
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DETAIL OF BORE WELL

To dispersion trench 
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DESIGN OF SEPTIC TANK 10KLD - WITH UPFLOW FILTER
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