
ISO_A0_(841.00_x_1189.00_MM)

PLAN SHOWING THE PROPOSED CONSTRUCTION OF

GROUND FLOOR (PART) & STILT FLOOR (PART) + 3

FLOORS COMMERCIAL BUILDING (SHOP)

(HEIGHT-15.69M) AT POONAMALLE HIGH ROAD AND

KANNAGI STREET, SENEERKUPPAM, POONAMALLEE,

CHENNAI COMPRISED IN OLD S.NO.107/2 AND NEW

S.NO.- 107/2B2 OF SENEERKUPPAM VILLAGE WITHIN

THE LIMIT OF POONAMALLEE PANCHAYAT UNION.
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SHOP SPACE 4200 SQM

DESIGN OF SEPTIC TANK WITH UPFLOW FILTER FOR

140:-

140 x 2 = 280 UNITS.:-

280 x 6 = 1680 LPM.:-

NO. OF PERSONS FOR SHOPPING SPACE 1350 SQM
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PER HOUR DISCHARGE

SEPTIC TANK
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