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Plan showing the Proposed construction of Stilt Floor with

Mechanized Puzzle Parking +5 Floors Commercial Building

(Office with Height-18.30m) availing premium FSI with TOD

benefit at Plot No.1416,Door No.H-109, Block H, 16th Main

Road, Anna Nagar west, Chennai comprised in T.S.No.159,

Block No.3 of Koyambedu Village within the limits of Greater

Chennai corporation.
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This Planning Permission issued under

New Rule TNCDBR, 2019 is subject

 to final outcome of the W.P.

 (MD) No.8948 of 2019 and WMP (MD)

 Nos. 6912 & 6913 of 2019.
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FGL

2
.
4
8

2
3
.
8
8

FGL

VOID

PARKING

ROAD LVL

LVL

TERRACE FLOOR

FIFTH FLOOR LVL

LVL

FOURTH FLOOR

THIRD FLOOR LVL

LVL

SECOND FLOOR

FIRST FLOOR LVL

LVLGROUND FLOOR

FRONT ELEVATION

1
.
2
0

2
.
0
0

1
8
.
3
0

1
.
2
0

3
.
0
6

3
.
0
6

3
.
0
6

3
.
0
6

3
.
0
6

3
.
0
0

2L HYDRAULIC PIT PUZZLE PARKING SYSTEM

2.40

1.20

5
.
0

0

5.13

2.40

1.201.201.20

2.40

5.36

2
.
3

2.40

1.20

1.201.20

1.20

2
.
1

2
.
1
0

5.00

2
.
3

0
M

0
.

4
1

600MM

G.L

SEC OF P1

8-12

6  @7"C/C

G.L

PILE CAP

PILE VERTICALS

P.C.C 1:4:8

1 1

6Ø @ 7" C/C

D
3
"

3
"

PILE FOUNDATION

600MM

SEC 1 -1

3.50m

Pipe

Gate Gutter

 Chamber

Filter 

Pipe

Gate Gutter

Sump

Bore Well

Recharge Well

Dug Well

Rain Water Pipe

Provided as per CBR Norms Drawing No:3A

Not To Scale

Proposed Rain Water Harvesting System

Pile foundation

 Plinth beam

 
1

.
5

0

Platform level

 Platform level

 7.5 cm dwarf wall

Brick wall in

 CM 1:5

Gate Elevation  & Cross Section Detail of compound wall

 
1
.
5
0

 
7
.
5
c
m

Dwarf wall details

Solar hot water system details

 Hot water  outlet

Storage tank

in 4'-0"Ø hot water

inlet

Cold water

Floor level

3.00

0
.
7

6

  Water tank

 G.L G.L

3
0
.
5
0
m

Detail bore well

 [0.15]

(Scientifically closed)

 G.L

 M.H

2
.
3

4

 PLAN 

 Rcc Slab

AA

 Sand filling

 Pcc 1:4:8

 RCC wall

 M.H

2.46

0.232.000.23

0
.
2

3

2
.
4

6

0
.
2

3
2

.
0

0

 G.L

0
.
1

1
2

.
0

0
0

.
2

3

SECTION 'A-A'

RAIN WATER SUMP

(Scientifically Closed)

METRO WATER SUMP

2
.
3

4

 PLAN 

 Rcc Slab

CC

 Sand filling

 Pcc 1:4:8

 RCC wall

2.46

 M.H

0.230.23

2
.
4

6

2.00

0
.
2

3
0

.
2

3
2

.
0

0

 G.L

 MH

0
.
1

1
2

.
0

0
0

.
2

3

SECTION 'C-C'

PERCOLATION  PIT

Silt Arrester

Pebble/Broken Brick

supporting slab

Brick work for 

River Sand

Silt Arrester

perpoated slab 1½" thick

1
.
6
5

1
.
3
3

3
.
2
0

2
.
8
5

1
.
2
0

0
.
1
5

2
.
9
1

0
.
1
5

2
.
9
1

0
.
1
5

2
.
9
1

0
.
1
5

2
.
9
1

0
.
1
5

2
.
9
1

0
.
5
2

2
.
4
7

SLAB THICKNESS

SLAB THICKNESS

SLAB THICKNESS

SLAB THICKNESS

SLAB THICKNESS

BEAM

STILT PARKING FLOOR

FIRST FLOOR

SECOND FLOOR

THIRD FLOOR

FOURTH FLOOR

FIFTH FLOOR

TERRACE FLOOR

LIFT

MACHINE

ROOM

(O/H)TANK

(DOMESTIC)

(O/H)TANK

(RAIN)

STAIRCASE

ELECTRICAL

TRANSFORMER

ROOM

5.50M PIT WITH

2
.
5
1

5.00

0
.
2
0

2
3
.
8
8

2
.
4
8

0
.
5
3

1
.
2
0

0
.
9
0

PARKING

SECTION - XX

ROAD LVL

TERRACE FLOOR LVL

FIFTH FLOOR LVL

FOURTH FLOOR LVL

THIRD FLOOR LVL

SECOND FLOOR LVL

FIRST FLOOR LVL

FGL

3
.
2
0

1
8
.
3
0

1
.
2
0

3
.
0
6

3
.
0
6

3
.
0
6

3
.
0
6

3
.
0
6

3
.
0
0

weathering courseweathering course

OFFICE

0
.
1
5

OFFICE

0
.
1
5

OFFICE 2OFFICE 1

0
.
1
5

OFFICE 2OFFICE 1

0
.
1
5

OFFICE 2OFFICE 1

0
.
1
5

FGL

OPEN TERRACE

(

1

.

5

0

M

 

X

 

1

.

5

0

M

)

S

P

L

A

Y

0
.
2
3

1
.
8
3

0
.
2
3

5
.
2
7

0
.
2
3

0.231.830.231.830.23

X

X

X

X

X

X

ENT.GATE

2.00

2.00m

Pile foundation

 Plinth beam

 
1

.
5

0

Platform level

 Platform level

 7.5 cm dwarf wall

Brick wall in

 CM 1:5

Gate Elevation  & Cross Section Detail of compound wall

 
1

.
5

0


	Sheets and Views
	AutoDCR01


		2023-12-20T19:20:50+0530


		2023-12-28T18:32:22+0530




