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A)  AREA STATEMENT

A)  PARKING STATEMENT 
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 AREA CONSIDERED FOR FSI

STREET ALIGNMENT/ ROAD WIDENING/LINK ROAD
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Area : 3386.96

No of Floors : G+3

Building Height : 17.40 Mtrs

No of Floors : G+1

Building Height : 9.44Mtrs

No of Floors : G+3

Building Height : 14.25 Mtrs
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KEY PLAN(NOT TO SCALE)

FLOORS

FSI AREA

COMM. RESI.

DU

FSI AREA

TOTAL

IND. SPEC.

FLOOR WISE FSI STATEMENT:BLOCK 3 (AUDITORIUM)

0 0.000.00 0.000.00 0.00Terrace

0 322.620.00 0.00322.62 0.00THIRD FLOOR

0 1746.010.00 0.001746.01 0.00SECOND FLOOR

0 391.210.00 0.00391.21 0.00FIRST FLOOR

0 1755.970.00 0.001755.97 0.00GROUND FLOOR

0 4215.810.00 0.004215.81 0.00Total

FLOORS

FSI AREA

COMM. RESI.

DU

FSI AREA

TOTAL

IND. SPEC.

FLOOR WISE FSI STATEMENT:BLOCK 2 (SERVICE)

0 0.000.00 0.000.00 0.00Terrace

0 266.670.00 0.00266.67 0.00FIRST FLOOR

0 248.300.00 0.00248.30 0.00GROUND FLOOR

0 514.970.00 0.00514.97 0.00Total

FLOORS

FSI AREA

COMM. RESI.

DU

FSI AREA

TOTAL

IND. SPEC.

FLOOR WISE FSI STATEMENT:BLOCK (OFFICE )

0 0.000.00 0.000.00 0.00Terrace

0 1025.550.00 0.001025.55 0.00THIRD FLOOR

0 1025.560.00 0.001025.56 0.00SECOND FLOOR

0 674.020.00 0.00674.02 0.00FIRST FLOOR

0 1136.050.00 0.001136.05 0.00GROUND FLOOR

0 3861.180.00 0.003861.18 0.00Total
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STP  DESIGN CALCULATIONS:
For Proposed Group Development Blocks

Description No. of
persons

Water
demand

lpcd

TOTAL
REQUIREMENT

(litres/day)

DOMESTIC
REQUIREMENT

(litres/day)

FLUSHING
REQUIREMENT

( litres/day)

DOMESTIC
WATER OHT

(1/2 DAY
REQUIREMENT)

FLUSHING
WATER OHT

(1/2 DAY
REQUIREMENT)

FIRE
WATER

OHT

A. MAIN BUILDING
Ground to 3rd floor 200 45 9000 5000 4000
Floating population 15% 30 15 450 150 300
Total 9450 5150 4300 2575 2150 20000

B. AUDITORIUM BLOCK
Ground floor with Mezzanine floor (1000 Nos / month)1000 15 15000 5000 10000
First floor with Mezzanine floor 200 45 9000 5000 4000
Floating population 15% 30 15 450 150 300
Total 24450 10150 14300 5075 7150 5000

Total 33900 15300 18600

litres/day cum/day

Total water requirement (litres/day) 33900 34
Domestic water requirement (litres/day) 15300 16
Flushing water requirement (litres/day) 18600 20

STP CAPACITY (90%) 31 cum
Say 35 cum
STP CAPACITY (considering future expansion) 70 cum

R.C DETAILS OF PC3 & PC3A
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PLAN SHOWING THE PROPOSED

CONSTRUCTION  OF GROUP

DEVELOPMENT OF BLOCK-1:GF+  3

FLOORS MAIN BUILDING, BLOCK-2: GF+

FIRST  FLOOR SERVICE BLOCK,

BLOCK-3: GF+3FLOORS AUDITORIUM

BUILDING, COMPRISED IN  S.NO.110/1A,

2A2,1B2,2B2,  AND 2B1B OF KARANODAI

VILLAGE, PONNERI TALUK,

SHOLAVARAM  PANCHAYAT UNION.

BUILDING: BLOCK-1 (OFFICE )

Applicants ( Owner / Developer / Power of Attorney )

This Planning Permission issued under

New Rule TNCDBR, 2019 is subject

 to final outcome of the W.P.

 (MD) No.8948 of 2019 and WMP (MD)

 Nos. 6912 & 6913 of 2019.
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CHENNAI METROPOLITAN DEVELOPMENT AUTHORITY

APPROVED

SUBJECT TO THE CONDITIONS MENTIONED IN THIS OFFICE

For (Deputy Planner / Chief Planner / Member-Secretary)

High Rise Building / Non High Rise Building

This Approval is valid only after building Permit is issued by the concerned Local Body.
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PLAN SHOWING THE PROPOSED

CONSTRUCTION  OF GROUP

DEVELOPMENT OF BLOCK-1:GF+  3

FLOORS MAIN BUILDING, BLOCK-2: GF+

FIRST  FLOOR SERVICE BLOCK,

BLOCK-3: GF+3FLOORS AUDITORIUM

BUILDING, COMPRISED IN  S.NO.110/1A,

2A2,1B2,2B2,  AND 2B1B OF KARANODAI

VILLAGE, PONNERI TALUK,

SHOLAVARAM  PANCHAYAT UNION.

BUILDING: BLOCK-1 (OFFICE )

Applicants ( Owner / Developer / Power of Attorney )

This Planning Permission issued under

New Rule TNCDBR, 2019 is subject

 to final outcome of the W.P.

 (MD) No.8948 of 2019 and WMP (MD)

 Nos. 6912 & 6913 of 2019.
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APPROVED
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