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PLAN SHOWING THE PROPOSED CONSTRUCTION OF

STILT+5 FLOORS(18.30M HEIGHT) RESIDENTIAL BUILDING

WITH 10 DWELLINGS AVAILING PREMIUM FSI AT PLOT

NO: 250, RAM NAGAR NORTH 2nd STREET,VELACHERY,

CHENNAI - 600 042 IN OLD S.NO: 700/2 (Pt) & 700/3 (Pt),

T.S.NO: 46, BLOCK- 179, OF VELACHERY VILLAGE, WITHIN

THE LIMITS OF GREATER CHENNAI CORPORATION.

ZONE - XIII, DIVISION NO : 178.
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SUBJECT TO THE CONDITIONS MENTIONED IN THIS OFFICE

For (Deputy Planner / Chief Planner / Member-Secretary)

High Rise Building / Non High Rise Building

This Approval is valid only after building Permit is issued by the concerned Local Body.
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LEGEND:

 - NUMBERS

3 - Y 16

SUMP

EFFLUENT

: 1.00x2.54x0.80Size of up-flow filter (2) 

: 1.00x2.54x0.90Size of up-flow filter (1) 

: 2.00x2.54x1.10Size of final effluent sump

= 2.81 sq.m: 2.25/0.80Hence area of final effluent sump

: 0.80 (minimum)Depth (assumed)

= 2.25 sq.m: 50x0.045Capacity of 50 users

UP-FLOW FILTER

: 3.00x2.54x1.10Size of septic tank

: 2.5 : 1Providing length : breadth

= 1.07 m: 11.87/11.04Depth of septic tank

: 11.87 cu.mTotal volume 

=  3.65 cu.m: 50x365x0.002Volume of sludge

=  1.60 cu.m: 50x0.032Volume of digestion

=  3.31 cu.m: 11.04x0.30Volume of sedimentation

=  3.31 cu.m: 11.04x0.30Volume of free board

= 11.04 sq.m

for the septic tank

: 120x.92/10Surface volume required 

SEPTIC TANK

6lpm. fixture units

Assume a peaking factor of

of fixture units per dwelling

: 20 x 6 = 120 lpmTotal number of fixture units

of fixture units per dwelling

: 2 x 10 = 20 Nos.Assume a standard of 2Nos.

: 10 x 5 = 50 Nos.Number of Users 

: 10 Nos.Number of Dwellings 
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DWARF  WALL  DETAIL

 7.5 cm with dwarf wall

 Platform level

 Platform level

 Cm 1:5

 Brick wall in

 Gate 3.05m wide
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 Pile foundation
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