
ISO_A0_(841.00_x_1189.00_MM)

PLAN SHOWING THE PROPOSED CONSTRUCTION OF

STILT+5 FLOORS (18.30M HEIGHT) AFFORDABLE

HOUSING RESIDENTIAL BUILDING WITH 10 DWELLING

UNITS,AT PLOT NO: 19 & 20, GAYATHRI NAGAR MAIN

ROAD,GAYATHRI NAGAR, MEDAVAKKAM, CHENNAI.

COMPRISED IN OLD S.NO: 427/ 177B , NEW T.S.NO:

427/ 418 & 427/ 419 OF MEDAVAKKAM VILLAGE,

TAMBARAM TALUK,CHENGALPATTU DISTRICT,

ST.THOMAS MOUNT PANCHAYAT UNION.

Applicants ( Owner / Developer / Power of Attorney )

This Planning Permission issued under

New Rule TNCDBR, 2019 is subject

 to final outcome of the W.P.

 (MD) No.8948 of 2019 and WMP (MD)

 Nos. 6912 & 6913 of 2019.
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This Approval is valid only after building Permit is issued by the concerned Local Body.
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This is a system generated drawing as per the soft copy submitted by the Architect/ License Engineer

1.50M HEIGHT COMPOUND WALL

(U/G)TANK(Drinking Water)

(U/G)TANK(Rain Water)
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Location plan (Taken as per User Inputs)
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Septic tank with upflow filter system
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Septic 

SandP.C.C

Section

TO garden

inlet

Motor

Sand

Brick jelly

Vent pipe

Sand
P.C.C

50 Nos.:Total No .of users

10 Nos.
:

No.of Flats

2.50 x 1.00 x2.50m

2.50 x 1.00 x2.50m

:

:

Size of up flow filter (2)

:
Size of up flow filter (1)

:
2.50 x 1.00 x2.50m

Size of final effluent sump

0.90 sq.m=

2.50

:

2.25

Hence area of final effluent sump

(assumed) 2.50 (minimum):Depth

2.25 cu.mt=50 x 0.045 :Capacity for 50 users

UPFLOW FILTERS

2.50m x3.00m x 2.00m

Required size of septic tank

13.7 cu.mt.

:
Total volume

3.65 cu.mt

=50  x 365 x 0.0002 

:

Volume of sludge

1.65 cu.mt=50   x 0.033:Volume of digestion

4.2 cu.mt=
14.00 x 0.30m

:
Volume of sedimentation

4.2 cu.mt
=

14.00 x 0.30m:
Volume of free board

13.8 sq.m Say 14 sq.m

=

10

150 x 0.92

:Surface area required for the septic tank

SEPTIC TANK

25 x 6 Liters   = 150 liters per  minutes

:

25 Nos

:

factor of 6 lpm.fixture unit

Total no.of fixture units assume a peaking

assume a standard   users
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Rain Water Pipe

Provided as per CBR Norms Drawing No:3A

Not To Scale

Proposed Rain Water Harvesting System
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