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OPEN TERRACE

FLOORS

FSI AREA

COMM. RESI.

DU

FSI AREA

TOTAL

IND. INST.

FLOOR WISE FSI STATEMENT:A (RESI)

0 29.590.00 0.0029.59 0.00STILT PARKING FLOOR

0 321.010.00 0.00321.01 0.00FIRST FLOOR

0 320.930.00 0.00320.93 0.00SECOND FLOOR

0 320.930.00 0.00320.93 0.00THIRD FLOOR

0 320.930.00 0.00320.93 0.00FOURTH FLOOR

0 0.000.00 0.000.00 0.00Terrace

0 1313.390.00 0.001313.39 0.00Total

A)  AREA STATEMENT

A)  PARKING STATEMENT 

 AREA AS PER PATTA

 AREA AS PER DOCUMENT

 AREA CONSIDERED FOR FSI

STREET ALIGNMENT/ ROAD WIDENING/LINK ROAD
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FSI FACTOR

COVERAGE AREA (PERCENTAGE %)
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SITE PLAN

BUILDING

FSI AREA

COMM. RESI.

DU

TOTAL

IND. INST.

BUILDING WISE FSI STATEMENT

FSI AREA

NO OF SAME BUILDING

1313.39A-1 (RESI) 0.000.00 0.00 1313.390

1313.39Total 0.000.00 0.00 1313.390
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(NOT TO SCALE)

Location plan (Taken as per User Inputs)

PLAN OF AREA OF TANK (L x B)= 14/1.83 =6.55 m

B =1.47 , L=3x1.47= 4.41

L= 3B 

THENDEPTH OF  TANK =1.83+.4=2.23M

THENDEPTH OF  TANK =1.83+0.4 freeboard=2.23

FREE  BOARD OF TANK=0.4m, 

PROVIDE SEPTICK TANK SIZE=4.41 x1.47 x2.23

UPFLOW  FILTER DISCHARGE  OF  60 PERSON  

VOLUMES =60x 0.25=15

PLAN OF AREA REQUIRD = 15/1.83=8.20/3 =2.74/1.47=1.86

UP  FLOW FILTER II   = 1.86 x1.47 X 2.23

UP  FLOW FILTER III  =  1.86x1.47 X 2.23

UP  FLOW FILTER  I   = 1.86 x1.47 X 2.23

B=1.47  LENGTH =2.47 HEIGHT=2.23

 3BxB = 7.65, 3B     =7.65, B =7.65/3  ,B =  2.18

 2

 2
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UP FLOW FILTER
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III
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SEPTIC TANK  DETAIL

PLAN

A'
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MAN HOLE

 VENT PIPE

 R.C.C COVER SCIENTIFICALLY  

CLOSED

0.15

2.23

2.38

 MAN HOLE

IN

OUT

SECTION - AA'

DETENSION  PERIOD IS 18 HOURS 

SO SLUDGE  STORAGE CAPACITY AT THE  RATIO  

RATE OF WATER SUPPLY IS 135LPH/DAY

THE TANK IS TO BE CLEANED IN EVERY  YEAR 

THEN FLOW OF SWEAGE PER DAY=60 x135= 8100 LTS

TANK CAPACITY 8100 x18/24=6075

WITH PROVISION  FOR  FUTURE EXPANSION 

OF 150 LT.FOR  PERSON  PER  YEAR= 60x13.5=810

LET  THE TANK  CAPACITY= 9000 LT= 9 M          

8100+810=8910

1 DWELLIN G  5  PERSON   =12X 5 =60 PERSON 

DEPTH  OF LIQUID =1.83 M

3

FOR  COMMERCIAL BUILDING  50 SM 1 DWELLING

3

G.LG.L

TERRACE

GRAVEL

PARAPET WALL

SAND FILLING

HARVESTING FOR  RAIN WATER

COLLECTION SUMP FOR

1.50

1.00

14'0"

STORAGE TANK

IN 4'-0"Ø HOT WATER

OUTLET

FLOOR LEVEL

2'9"

WATER TANK

SOLAR  HOT  WATER  SYSTEM  DETAIL

HOT WATER

COLD WATER

INLET

R.C.C ROOF SLAB 1:2:4 

(HERMETICALLY SEALED)

SCALE:  1"=1'-0"

RAINWATER PIPE

PAVEMENT 

GL

PERCOLATION PIT

6"Ø TRANSFER PIPE

FROM TERRACE/

6"

(0.15)

COLLECTION CHAMBER

 3'-3"

[1.0]
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PLAN SHOWING THE PROPOSED REVISED CONSTRUCTION OF STILT

FLOOR + 4 FLOORS COMMERCIAL BUILDING (OFFICE - 16.40M HEIGHT)

AT PLOT NO.60, 61 & 62, NEHRU NAGAR 2ND LINK ROAD, KOTTIVAKKAM,

CHENNAI – 600 041 COMPRISED IN OLD S.NOS. 317/1 (PART), AS PER

PATTA NEW S.NO.317/137 OF KOTTIVAKKAM VILLAGE WITHIN THE

LIMITS OF GREATER CHENNAI CORPORATION

ZONE:14   DIVISION :183

(2ND, 3RD & 4TH FLOOR PLAN)
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APPROVAL CONDITION

QR

CODE

PERMIT_NO

PLAN_PERM_NO

FILE_NO

DATE

DIG_SIGN

Gift Deed Number

PREV_FILE_NO

PREV_APPV_DATE

PREV_APPV_NO

PREV_PERM_NO

AC LEDGE AC LEDGEAC LEDGEAC LEDGEAC LEDGE

AC LEDGE AC LEDGE AC LEDGE AC LEDGE

AC LEDGE AC LEDGE AC LEDGE AC LEDGE AC LEDGE

AC LEDGEAC LEDGEAC LEDGEAC LEDGEAC LEDGEAC LEDGE

A
C

 
L
E

D
G

E

AC LEDGE

AC LEDGE

A
C

 
L
E

D
G

E

AC LEDGE

FGL

9
.
1
0
 
m

9
.
1
0
 
m

Proposed Rain Water Harvesting System

Provided as per CBR Norms Drawing No:3A
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