
UserDefinedMetric (841.00 x 1500.00MM)

PLAN SHOWING THE STILT FLOOR + 3 FLOORS (HEIGHT - 12.0M)

RESIDENTIAL BUILDING WITH 12 DWELLINGS AT POT NO.1, (AS

PER CMDA SUBDIVISION PPD/LO NO. 184/2022), KRISHNA SWAMI

STREET, ZAMIN PALLAVARAM,  CHENNAI 600043 COMPRISED IN

S.NO.184/3(PART), T.S.NO.14/4(PART), BLOCK NO.2, WARD -C OF

ZAMIN  PALLAVARAM VILLAGE, PALLAVARAM TALUK, WITHIN THE

LIMITS OF TAMBARAM MUNICIPAL CORPORATION.

N

This is a system generated drawing as per the soft copy submitted by the Architect/ License Engineer
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BUILDING WISE FSI STATEMENT

FSI AREA

NO OF SAME BUILDING

0.00A-1 (RESIDE...) 0.001405.93 0.00 1405.9312

0.00Total 0.001405.93 0.00 1405.9312
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CHENNAI METROPOLITAN DEVELOPMENT AUTHORITY

APPROVED

SUBJECT TO THE CONDITIONS MENTIONED IN THIS OFFICE

For (Deputy Planner / Chief Planner / Member-Secretary)

High Rise Building / Non High Rise Building

This Approval is valid only after building Permit is issued by the concerned Local Body.
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FLOORS

FSI AREA

COMM. RESI.

DU

FSI AREA

TOTAL

IND. INST.

FLOOR WISE FSI STATEMENT:A (RESIDENTIAL)

0 29.600.00 0.000.00 29.60STILT PARKING FLOOR

4 460.530.00 0.000.00 460.53FIRST FLOOR

4 457.900.00 0.000.00 457.90SECOND FLOOR

4 457.900.00 0.000.00 457.90THIRD FLOOR

0 0.000.00 0.000.00 0.00Terrace

12 1405.930.00 0.000.00 1405.93Total

AND PLANNING PERMIT NO. 15192, DATED 19.12.2022

NO. 184/2022, VIDE LETTER NO. LAYOUT-1 / 12646 / 2022

SUB DIVISION APPROVAL OBTAINED IN CMDA PPD/LO

SUB-DIVISION APPROVAL:-
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                              Up flow  = 1.0 X 2.0 X 1.5M x 2 Nos.

                              Size of Up flow filter 2.0 X 2.0

                              Area needed = 1.10 / 1.10                              = 1.0m

Up flow filter depth / Allowing 0.30m as Free board 1.4 - 0.3         = 1.10m

Liquid depth of septic tank                                                            = 2.5m

Up flow Filter:

SIZE OF SEPTIC TANK                                 = 5.20 X 3.00 X 3.00

PROVIDED

          Depth ( V / V)         = 23.70/16.50         = 1.43M

Free board for Sludge       (79 X 0.3M)            = 23.70M3

For Sludge Storage     (0.00021 X 365 X  25) = 1.825M²

For Digestion                   (500 X 0.033)          = 16.50 M3

Assuming 0.30M depth     (79.00 X 0.3 M)      = 23.70 M3

Volume of Sedimentation

                                                                      = 78.26 SAY AS 79.00

Surface Area needed                                     = 728 X 0.92/ 10

Septic Tank:

Per Hour Discharge is -    120 X 6                   =  728 Lts.,

          hence - 60 X 2                                      = 120 Units.

Assuming 2 Fixtures per toilets,

No. of Users Assuming as 15 X5                    =        60 Nos.

No. of Users per Dwelling Per Unit(3BHK)      =        05 Numbers

No of Dwelling Units                                       =        12 Units

Design of Septic tank with up flow filter:

SEPTIC TANK CALCULATION

VENT PIPE

OUTLET

VENT PIPE

P.C.C 1:4:8

SAND FILLING

BAFFLE WALL

SEWAGE WATER

MAN HOLE

G.L

SEPTIC TANK

SECTION -AB

G.L

UP FLOW

FILTER-1

UP FLOW

FILTER-2

FINAL EFFLUENT

SUMP

SEPTIC TANK

SEPTIC TANK WITH UPFLOW FILTER DETAILS
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Sand filling 

 Plinth beam

( Bothways)

 Pcc 1:4:8 
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DETAIL OF COLUMN FOOTING
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HAND RAIL SECTION

FINISHED LVL OF STEP

WAIST SLAB

RAILING AT 0.75M HEIGHT

RAILING AT 0.90M HEIGHT

RISER   0.15

TREAD  0.25

DWARF WALL

0.075m

COMPOUND WALL

SECTION OF

G.L.

P.C.C 1:4:8

BRICK FOOTING

SAND FILLING
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P.C.C 1:4:8

SAND FILLING

3.50M WIDE GATE DETAILS
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BRICK PILLAR
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CAPACITY)

(8,400 LTS

SECTION B-B

PLAN

COLLECTION SUMP

RAIN WATER

FREE BOARD

BB

0.6m X 0.6m
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A)  AREA STATEMENT

A)  PARKING STATEMENT 

 AREA AS PER PATTA

 AREA AS PER DOCUMENT

 AREA CONSIDERED FOR FSI 

STREET ALIGNMENT/ ROAD WIDENING/LINK ROAD

OSR AREA

TOTAL FSI AREA

FSI FACTOR

COVERAGE AREA (PERCENTAGE %)

VEHICLE REQUIRED PROVIDED

LORRY

CAR

TWO WHEELER

CYCLE

SQ.M.

708.32

1.985

0.00

NA

1405.93

0.00

2754.00

2754.00
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