
ARCH_E_(36.00_x_48.00_Inches)

PLAN SHOWING THE PROPOSED CONSTRUCTION OF

GROUND FLOOR (PART) / STILT FLOOR (PART) + 4 FLOORS

(HEIGHT- 18.30M) COMMERCIAL BUILDING (GROUND FLOOR

- SHOP, 1ST TO 4TH FLOOR - OFFICE) AT PLOT NO.A,

TAMBARAM VELACHERY MAIN ROAD, VENGAIVASAL,

CHENNAI-600 126, COMPRISED IN OLD. S.NO.75/32, AS PER

PATTA S.NO.75/32A2, VENGAIVASAL VILLAGE WITHIN THE

LIMITS OF ST. THOMAS MOUNT PANCHAYAT UNION.
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This Planning Permission issued under

New Rule TNCDBR, 2019 is subject

 to final outcome of the W.P.

 (MD) No.8948 of 2019 and WMP (MD)

 Nos. 6912 & 6913 of 2019.
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BUILDING

FSI AREA

COMM. RESI.

DU

TOTAL

IND. INST.

BUILDING WISE FSI STATEMENT

FSI AREA

NO OF SAME BUILDING

2007.91NHRB-1 (COM) 0.000.00 0.00 2007.910

2007.91Total 0.000.00 0.00 2007.910

1:100

SCALE

CHENNAI METROPOLITAN DEVELOPMENT AUTHORITY

APPROVED

SUBJECT TO THE CONDITIONS MENTIONED IN THIS OFFICE

For (Deputy Planner / Chief Planner / Member-Secretary)

High Rise Building / Non High Rise Building

This Approval is valid only after building Permit is issued by the concerned Local Body.

APPROVAL CONDITION

QR

CODE

PERMIT_NO

PLAN_PERM_NO

FILE_NO

DATE

DIG_SIGN

Gift Deed Number

PREV_FILE_NO

PREV_APPV_DATE

PREV_APPV_NO

PREV_PERM_NO

FLOORS

FSI AREA

COMM. RESI.

DU

FSI AREA

TOTAL

IND. INST.

FLOOR WISE FSI STATEMENT:NHRB (COM)

0 66.350.00 0.0066.35 0.00STILT PARKING FLOOR

0 485.390.00 0.00485.39 0.00FIRST FLOOR

0 485.390.00 0.00485.39 0.00SECOND FLOOR

0 485.390.00 0.00485.39 0.00THIRD FLOOR

0 485.390.00 0.00485.39 0.00FOURTH FLOOR

0 0.000.00 0.000.00 0.00Terrace

0 2007.910.00 0.002007.91 0.00Total
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