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PLAN SHOWING THE PROPOSED CONSTRUCTION OF GROUND

FLOOR + 1ST FLOOR + 2ND FLOOR PART + 3RD FLOOR PART

INDUSTRIAL BUILDING- ENGINEERING AND FABRICATION UNITS

(DRY PROCESS WITHOUT ANY HEAT TREATMENT/ METAL

SURFACE FINISHING OPERATIONS/ PAINTING - COTTAGE

INDUSTRY WITH HEIGHT- 16.10M) AT PLOT NO.25A, NOOMBAL

ROAD, NOOMBAL, CHENNAI COMPRISED IN OLD S.NO.86, OLD

R.S.NO.125/1 PART AND NEW R.S.NO.125/24 OF NOOMBAL VILLAGE

WITHIN THE LIMITS OF THIRUVERKADU MUNICIPALITY’.

This is a system generated drawing as per the soft copy submitted by the Architect/ License Engineer
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Not To Scale
Provided as per CBR Norms Drawing No:3A
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DETAILS OF SEPTIC TANK

SECTION - AA

DESIGN OF SEPTIC TANK WITH UPFLOW FILTERS
NO OF  WORKERS

NO OF  USERS

RATE OF WATER SUPPLY IS

THE (N) FLOW OF SEWAGE PER DAY

DETENTION PERIOD IS

TANK CAPACITY

THE TANK IS TO BE CLEANED EVERY YEAR, SO THE SLUGE

STORAGE CAPACITY AT THE RATE OF 15 LITERS / PERSON / YEAR

=  15 x30 = 450            -   1687.50 + 450  =  2137.50 LTS

WITH PROVISION FOR FUTURE EXPANSION LET THE TOTAL

CAPACITY BE 2137.50 LTS., APPROXIMATE TAKEN AN 11 M3

SEPTIC TANK HAVING THE CAPACITY OF

DEPTH OF LIQUID AS

PLAN OF THE TANK

BREADTH OF THE TANK

LENGTH OF THE TANK

FREE BOARD ON THE TANK

TOTAL DEPTH OF TANK

PROVIDE SEPTIC TANK OF THE SIZE

SAY AS PER DF & RF NOC

-   30 No's

-   30 No's

-   75 LPH / DAY

-   30 x 75

=  2250 LTS / DAY

-   18 Hrs

-   (2250 x 18) / 24

=  1687.50 LTS

-   11 M3

-   3.00

-   16 / 3.0   =  5.33

-   2.13

-   3.00

-   0.30

-   2.70 + 0.30  =  3.00

-   6.24 x 2.86 x 2.70

-   3.00 x 3.00 x 3.00

UP-FLOW FILTERS
DISCHARGE FOR 3 PERSONS

VOLUME

DEPTH

PLAN AREA REQUIRED

UP-FLOW FILTER NO : 1

UP-FLOW FILTER NO : 2

-   1125 LTS

-   3.00 x 0.98 =  2.94

-   1.80 x 0.05 =  1.30

-   2.94 / 2.10  =  2.26 M3

-   1.21 x 1.52 x 1.80

-   0.78 x 1.52 x 1.80

-   0.78 x 1.52 x 1.80
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